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Cooper Lighting Solutions Photometric Lab

1121 Highway 74 South

Peachtree City, GA 30269

Test Information  
Test Method:  LM-79-20�ì�ô

Report Number:  SP1-1908-441-2-R4
Test Lab:  COOPER LIGHTING SOLUTIONS

Photometer:  SP1 - 76IN SPHERE
Measurement Geometry:  �ð�‹

Issue Date:  10/28/2024
Manufacturer:  COOPER LIGHTING SOLUTIONS

Product Line:  McGRAW-EDISON
Catalog Number:  SA1C-730-U-5WQ

Description:  

Spectral Parameters  
CCT (K):  2993 CRI (Ra):  71.8

CIE u':  0.2508 R1:  67.5 R9:  -38.3
CIE v':  0.5215 R2:  82.9 R10:  62.5

Duv:  0.0000 R3:  94.7 R11:  63.7
CIE x:  0.4374 R4:  67.7 R12:  57.8
CIE y:  0.4043 R5:  67.9 R13:  70.4
CIE z:  0.1583 R6:  77.6 R14:  97.3

Peak Wavelength (nm):  593 R7:  76.0
Dominant Wavelength (nm):  582 R8:  40.5

Purity:  53

Rf:  75.7
Rg:  93.9

Test Conditions  
Stabilization Time:  53M

Operation Time:  12H
Room Temperature (°C) / RH%:  25.0./44%

Sphere Temperature (°C):  25.7

McGRAW EDISON ROADWAY AND AREA LUMINAIRE

***THIS IS A REVISION OF SP1-1908-441-2-R3. TO UPDATE THE CATALOG 

INFORMATION.***TESTED IN SITU.  (1) 70 CRI, 3000K, 1050MA LIGHTSQUARE WITH 16 LEDS AND 

TYPE V WIDE OPTICS.

-20%

20%

15

16

1

2

3

45
6

10

9

8

7

14
1312

11

94
Rg

76
Rf

0.00002993
DuvCCT

FIELD PERFORMANCE MAY DIFFER FROM LABORATORY PERFORMANCE PAGE 10 OF 19

















Signify Classified - Internal#

Cooper Lighting Solutions Photometric Lab

1121 Highway 74 South

Peachtree City, GA 30269

REPORT NUMBER: SP1-1908-441-2-R4

Color Rendition by Hue-Angle Bin

TM-30-18
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Cooper Lighting Solutions Photometric Lab

1121 Highway 74 South

Peachtree City, GA 30269

REPORT NUMBER: SP1-1908-441-2-R4

(END OF REPORT)

TM-30-18

Measure Comparisons
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